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STAT
Septerber 29, 1969 '

G.5.A.
Reglon 3 - .

Cnief, Design & Construction Div.
7th & D Streets S.W.
Washington, D.C.

STAT

Gentenen: o ’ o _ “STATINTL
The following have come to llght since the award of subject cmtmgt:: o o
1. The mechanicel removal plan - for room I N 440 was not included she t t.
Thepe are four coples enclosed. Eight ccples were delivered to
the slte on Friday September 26, 1969, The work changed was authorized by

_ o .STATINTL

2. 'The standafd GSA specification reference called for a free standing mounting.
device for the temperature and humidity recorders. We hawe to walye the re-

quirement as there 1s no room in the space designated. The units qan be

mounted on en existing colum where other controllers are mounted.

3. Paragroph 26-06e.3 of the specificaﬁidxi calls for 63%| |filtration, This STAT

should have read | The 63%| ﬁltgxl‘li uité&be” satj_gfmtm‘ ‘STAT
K The b3%| |w111 notf phyalcally :11;.’3 e space oca . : # .:‘?-}';'“;STATINTL
' Very truly yours, S STAT.

Declass Review by NIMA / DoD
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